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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

Location

The Bouchie Lake Community Hall is located at 1975 Centennial Road, Quesnel BC. ltisin
the jurisdiction of the Cariboo Regional District.

» This system services the needs of Bouchie Lake Community Hall exclusively.

» ltis supplied by one well (tag 61457, id 49004) which is drilled to 52.43 m and draws
from Aquifer 365 which is classed as Low Risk by BC Water Resource Atlas (2012).

» Keeping records of who consumed food prepared by the kitchen is recommended
best practice when practicable.
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

Possible Emergencies

CHEMICAL CONTAMINATION OF SOURCE: SPILL, VEHICLE ACCIDENT, ETC.

ACTIONS
e Shutdown pump.
¢ Notify Facility Manager and community hall users.
¢ Notify health authority.
e Contact government agencies (see below) for advice and assistance.

e Arrange alternate source if necessary—i.e., bottled water, bulk hauler and storage
tank.

CONTACTS

v Drinking water officer

v' Cariboo Regional District’s Manager of Community Services and Emergency
Program Coordinator

v City of Quesnel’s Director of Community Services and Manager of Recreation
v" Emergency Management BC

v' Police

v" Ministry of Forests, Lands and Natural Resource Operations

v" Department of Fisheries

v' Others as necessary, depending on severity.

LOSS OF SOURCE: WELL
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

ACTIONS

e Ensure the pump is shut off (to protect pump).

¢ Notify Facility Manager and community hall users.

e Contact government agencies (see below) for advice and assistance.

e Arrange alternate source (e.g., bottled water, bulk hauler and storage tank)
CONTACTS

v Drinking water officer

v/ Cariboo Regional District’s Manager of Environmental Services and Manager of
Community Services

v City of Quesnel’s Director of Community Services and Manager of Recreation
v Ministry of Forests, Lands and Natural Resource Operations.

v' Others as necessary, depending on severity (possibly, the Fire Department).

FLOOD CONDITIONS

ACTIONS
e Notify Facility Manager and community hall users regarding the potential for water
contamination, loss of pump, power, etc. Hall users should be advised to store
some drinking water in advance, and to boil any suspect water for two minutes or
disinfect with chlorine when flood conditions exist.
e Phone government contacts (see below).
e Arrange alternate sources if possible —i.e., bottled water, bulk hauler, storage tank.

CONTACTS

e Drinking water officer
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

e Cariboo Regional District’s Manager of Community Services and Emergency
Program Coordinator

e City of Quesnel’s Director of Community Services and Manager of Recreation
e Emergency Management BC
e Ministry of Forests, Lands and Natural Resource Operations

TURBIDITY

e Contact Cariboo Regional District’s Utilities Department

BACKFLOW OR BACK SIPHONAGE
ACTIONS

e Advise the Medical Health Officer at Northern Health.

¢ Notify Facility Manager and community hall users to boil water for two minutes
or take other disinfection procedures in accordance with recommendation of
local health officials.

e Purge and disinfect lines as directed, after corrections have been made.
CONTACT

v Drinking water officer

EQUIPMENT FAILURE (PUMP, PIPING ETC.)

ACTIONS
e Notify Facility Manager and community hall users of interruption of service.
e Callforrepairs: pump manufacturer.
e Advise drinking water officer (if interruption not short-term).

e Arrange alternate sources if necessary (e.g., bottled water, bulk hauler, etc.).
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

CONTACT
v Drinking water officer

v' Cariboo Regional District Utilities Department and Manager of Community
Services.

v' City of Quesnel’s Director of Community Services and Manager of Recreation
FAILED SAMPLE (E-COLI, FECAL COLIFORM)
ACTIONS
e Shutdown pump.
¢ Notify health authority.
¢ Notify Facility Manager and community hall users.

e Contact Cariboo Regional District’s Utilities Department (see below) for advice and
assistance.

¢ Notify Cariboo Regional District Manager of Community Services.

e Notify City of Quesnel’s Director of Community Services and Manager of Recreation

e Arrange alternate source if necessary—i.e., bottled water, bulk hauler and storage
tank.

CONTACTS

v Drinking water officer

v" Cariboo Regional District’s Utilities Department
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

Emergency Shut Down / Start Up Procedures

SHUT-DOWN PROCEDURE

e Incase of any emergency in which the water is not safe for consumption or general
use:

e [ssue a Boil Water Notice, Do Not Consume or Do Not Use Notice.
e Shut off the water supply (if necessary).

e The System Operator or designate will contact the drinking water officer Northern
Health.

e System Operator or designate will notify Facility Manager and community hall users
(as per the communication protocols).

e System Operator will notify Cariboo Regional District Environmental Services
Department.

e Facility Manager or commission members will post warning signs in public spaces
and other necessary locations.

e System Operator will co-ordinate repairs with support from Cariboo Regional
District utilities staff and City of Quesnel facility staff.

e Facility Manager will arrange for an alternate source of safe drinking water as
necessary to continue hall business.

START-UP PROCEDURE

Identify and correct the source of contamination.
e The entire system should be flushed and disinfected (as per attached procedures).

e Send water sample(s) to the appropriate approved lab for testing. For
bacteriological contamination, two or three consecutive sampling results must be
negative.

e Contact the drinking water officer or delegate for approval to resume normal
operations of the water supply system (e.g., lifting the Boil Water Notice).
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BOUCHIE LAKE COMMUNITY HALL WATER SYSTEM

Contacts

Northern Health
v’ 250-565-2649

*After Hours: 250-565-2000 (option 7, ask for Medical Health officer on call)

Cariboo Regional District

v" Kelly McDonald (Manager of Utilities): 250-392-3351 ext. 271
kmcdonald@cariboord.ca

v" Darron Campbell (Manager of Community Services): 250-392-3351 ext. 202 Cell:
250-267-1954. dcampbell@cariboord.ca

*Call 1-800-665-1636 and press 5 to report a regional district-related emergency outside of
regular office hours.

City of Quesnel

v Jeff Norburn (Director of Community Services) 250-992-2111 jnorburn@quesnel.ca
v" Richard Gautier (Manager of Recreation) 250-992-8200 rgautier@quesnel.ca

Emergency Services

v' Chief Jeff Lefebvre (Bouchie Lake Volunteer Fire Department): 250-249-5988
v" Quesnel Fire Department: 250-992-5121
v" Quesnel RCMP: 250-992-9211

*DIAL 911 if a time sensitive emergency or life and health are in immediate risk.
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